TEMPERATURE DIFFERENTIAL TESTING PROCESS (DELTAT)

Let the unit run for 45 minutes before starting process.
Position: Don't stand in front of the unit to avoid affecting
temperature readings.

Consistency: Ensure readings are taken from identical
locations on both sides of the unit.

Avoid Certain Thermometers: Use a digital thermometer for
accuracy. Do not use infrared thermometers or the bottle
probe attached to the unit.

. Thermometer Placement:

A. Inlet Air: Position the digital thermometers in front of the
center of the coil maintaining a distance of 2 inches from
the cail.

B. Outlet Air: Hold the digital thermometer at the center of the
blower/fan guard avoiding contact with the metal/blade.

Procedure:

A. Starting with the evaporator side measure and record
temperature for inlet and outlet air. Once completed
repeat on the condenser side.

B. Calculate the temperature differential by subtracting the
outlet air and the inlet air temperature. It's normal to result
in a “negative” number.
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